APPLICATIONNOTE 161 > FAULHABER

Y/

Omron PLC and FAULHABER V3.0 EtherCAT

Summary

How to use an Omron PLC to command a FAULHABER EtherCAT motion controller.

Applies To

All FAULHABER Motion Controllers with EtherCAT.
Omron PLCs of the NJ... and NX1... type.

Licensing

EtherCAT is a registered trademark and patented technology, licensed by Beckhoff Automation
GmbH, Germany.

Pre-Requisites

A FAULHABER motion controller is connected to your Omron PLC.
Sysmac Studio has online connection to the Omron PLC.

Install ESI Files

Node Address|Network configuration

0 e

Right-click the master and select “Display ESI Library”.

To add or delete an E5I file, exat from this software, and then add/
delete the file toffrom this folder. Thelchange will be applied after

restarting this software.

Click ‘this folder’: Close

Insert only the needed FAULHABER ESI files into this directory.

NEVER insert ESI files ending in _06.xml!

Also insert the file “Faulhaber_Module_Sync.xml”. (This only applies to drives with firmware
released in 2022 or before! That is for firmware with letters up to “L”. For firmware “M” and above,
you do not need this file any more).

Restart Sysmac Studio.
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Basic Set-Up

Go Online

Make sure the Sysmac Studio is online connected to the PLC, the flash sign must be crossed out

If the flash sign looks like this:
the crossed out version is highlighted.

- Press the flash sign so that

Reset Errors

Always do this step, even if there are no errors!

Repeat this as often as possible!

Click ‘Troubleshooting’ in the main menu ‘Tools’.

A dialog will show up, hit ‘Reset All’:

r Troubleshooting e e ’ > @ - T - ’ &%1

Select the Display Target Level 1 | Source | Event Name | EventCode |
AT [ EtherCAT Master || Communications port |

Controller

Details A Link OFF state occurred.
[Causel

Attached information 1

Attached information 2

Attached information 3

Attached information 4

D.i.s.playr Switch

Reset All

L
%

Check Actual Configuration

Right click on the master, select ,Compare and Merge with Actual Network Configuration’:
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Mode Address|Network configuration

Expand All

Collapse All

Calculate Transmission Delay Time of the Master

Write Slave Node Address

Compare and Merge with Actual Network Configuration

Get Slave Senal Mumbers

Insert Slave

If you started this for the first time or changed the slaves connected to the PLC, you must update
that information. Press “Apply actual network configuration”:

Compare and Merge with Actual Network Configuraticn

MNode Address|Network configuration on Sysmz Mode address|Actual network confiquration Net... | Comparison result | Actu... |Lower Con

4 Apply actual network configuration

Then synchronize this. This is described in the last chapter “Synchronize Setup with Slave”
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Correct Slave
If this configuration is correct, there will be no error message and the dialog will look like this:

ad -~ eenercar < | —

Node Address|Network configuration

= “ Master Itern name
- E0D1 = =TT
@ MC5010 Rev:0x00000008 | o
Product name Master
Number of Slaves L
PDO Communications Cycle 1 2000
PDO Communications Cycle 2 —

IZ[ ComE are and Merge with Actual Network Configuration

= W (1

™ E001 > 2
Jf/,i MC5010 Rev:0x0001 //ﬁj MC5010 Rev:0x000000ES T VI Matched 1:M... ik Acquisition

4 Apply actual network configuration

Wrong Node Number

If the slave’s node address is 0, Omron PLC cannot access it and will give this error message:
Compare and Merge with Actual Network Configuration

Failed to get the production information.
Reason : The actual network configuration has a slave whose node address is outside the range.
Comect the node address by writing a valid node address to the slave.
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Resolve Wrong Node Number

Right-Click the master and click ,Write Slave Node Address’. As new value, enter a number other
than 0. Then, you must cycle power of the motion controller (turn it off and on again)

Frot =

MNode Address|Network configuration

Expand All
Collapse All

Calculate Transmission Delay Time of the Master

l Wnite Slave Node Address
Compare and Merge with Actual Network Configuration
Get Slave Senal Numbers

Wrong Slave Revision
This slave has the wrong revision number 7. It should be revision number 8:

‘Node ﬁddressINetwork conﬁguréfi}:m | |

] Master
- E001
. iy MC5010 Rev:0x00000008 'Model name

Compare and Merge with Actual Network Configuration

Failed to get the production information.
Reason : Confirm that ESI file library contains information of the following slaves. (VendodD=0x00000147, ProductCode=0x00002969, RevisionNo=0x00000007).

Close

Resolve Wrong Slave Revision

Use a Beckhoff PLC to update the slave to the right value. This is described in FAULHABER ap-
plication note 154, “Updating EtherCAT EEPROM”.
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Setup Synchronization

Go Offline
Make sure the Sysmac Studio is offline and not connected to the PLC: The flash sign must NOT
be crossed out and there must NOT be a yellow line beneath it. This is correct:
Help
1= 1.
Bl B

If the flash sign looks like this (which is a problem and must be handled):

- Press the crossed out flash sign so that the normal
version gets highlighted.

Change ‘Distributed Clock’ Setting

If ‘Enable Distributed Clock’ is set to ‘Disabled’, change it to ‘Enabled’ so that this setting looks like
this:

= Fins
Master Item name Value
- /f:’»‘j Device name
el BB Model name MC5010

Product name MC5010 MotionController
Revision 0x00000008
PDO Communications Cycle PDO Communications Cycle...

Node Address

Enable/Disable Settings Enabled v
Senial Mumber Ox00000000

PDO Map Settings

Enable Distributed Clock | Enabied [DC-Synchronows)
Shift Time Setting Disabled
Reference Clock Exist
Setting
Edit Setting Parameters

Setting Parameters

Backup Parameter Settings L
Setting

e L o Edit Module Configuration

Plug in DC-Sync Module

This only applies to drives with firmware released in 2022 and before! That is for firmware with
letters up to “L”. For firmware “M” and above, simply activate DC or SM, you do not need to select
a slot any more.
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Select ‘Edit Module Configuration’:

= TRE
Master Item name Value
L~ Device name EEICII
“722)  MC5010 Rev Model name MLSﬂll]

Product name MC5010 MotionController
Revision (0000000

PDO Communications Cycle PDO Communications Cycle...

Node Address

Enable/Disable Settings Enabled v
Serial Mumber Q00000000

PDO Map Settings

Enable Distributed Clock Enabled [DC-Synchronous) | w
Shift Time Setting Disabled
Reference Clock Buast

Setting

Setling Parancters Edit Setting Parameters.

Backup Parameter Settings e
Setling

RcEsk Tormhs ueatir Edit Module Configuration

Make sure the module plugged into the slot is called “OpModeDcSynchronous”. If it is empty or
shows “OpModeSmSynchronous” plug in the DC module by dragging it into place:

|Posit| Slot |
Nodel : MCS010 (EDOL)
0 SlotTypelt 223

OphodeDcSynchronous
Qperation mode DC-Synchronous

Change PDO Mapping

Go Offline
Make sure the Sysmac Studio is offline and not connected to the PLC: The flash sign must NOT

- Press the crossed out

If the flash sign looks like this:
flash sign so that the normal version is highlighted.
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Modify Mapping
Double-click the node which is the FAULHABER drive:

Multrview Explorer

new_Controller_0

LA Configurations and Setup

IPosit] St Module

SlotTyped  EEOpModeDcSynchro Item name : Value
E00L
Maodel MC5010
Product name MC5010 MotionController
Revision (00000008
MNumber cf mod... 1
(6040:00 RxPDO3/Controlword
(x60FF00 RxPDO3/Target velocity
PDO Map Settings (heB041:00 TxPDO3/Statusword
O0x606C:00 TxPDO3/Velotitpactualvsioe
Edit PDO Map Settings
Module config s.. Do not send T

A new window opens.

Faulhaber Application Note 161 8/19



\7/

> FAULHABER

On the left hand side, select the PDO you want to edit:

PDO Entry Mapping List Data included in RxPDO3

Input 48[bit] Index | Size |Data Typel Mame [Comment
STl 0,6040:00 | 166 | UINT | Controhword ||
|Selectionllnput/Output| Name | Fag | | Ox60FF:00 32(bit] DINT  Target velocity
== No option  —
Output RxPDO1 Editable
Dutput RxPDO2 Editable

Editable

Mo option -

TxPDO1 Editable

THPDGZ Editable
Editable
Editable

Then, on the right hand side, right-click the existing entries and change them (add or delete en-
tries):

PDO Entry Mapping List Data included in RxPDO3
Input 48[bit] Index | Size |Data Type| MName [Commen
ARl 0,6040:00 | 160oit) [UINT | Controbword ||
Sl echion I Cuikput 8 Hawne S (Wb 8 | Ox60FF00 32[bit] DINT  Target velocity
- - No option  ---
. Output RxPDO1  Editable
Qutput RxPDO2 Editable

-{O__““I

Output RxPDC4  Editable

= Mo option -—-
Input TxPDO1 Editable
Input TxPDGZ Editable
Input ¥PDO Editable
Inout X Editable
Add PDO Entry  Delete PDO Entry

UK cancel

If you are done, hit OK.

Synchronize Setup with Slave
Synchronize your program with the PLC to activate the new configuration: Go online and then hit

the synchronization button:

Activate more than one TxPDO/RxPDO

OMRON Sysmac Studio groups together all PDO entries. So only ONE PDO can be activated.
Sometimes this is not enough, since only 4 mappings are allowed per PDO. The ESI files must be
modified to enable this.

Contact FAULHABER support mcsupport@faulhaber.de or use the following guideline.
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Go Offline

Make sure, Sysmac Studio is offline and not connected to the PLC: The flash sign must NOT be
Help

If the flash sign looks like this: - Press the crossed out

flash sign so that the normal version is highlighted.

Display PDO mapping

new_Controller_0
Item name Value 3
Device name E0O01
Model MC5004
Product name MC5004 MotionCont...
Revisian 0x00000008

Number of madules

Module config send m...

Standards IEC 61800-301 and CiA 402-3 enforce multiple PDOs to map the same object. Omron
does not obey this and groups together these PDOs. The user can only select ONE PDO:

Multiview Explorer - I MC5004 (E001) :
‘ 1 | PDO Mapping Status: Process Data Size Input: 48/2048 [bit] Output: 48/2048 [bi

new_Controller 0

bl Configurations and Setup PDO Entry Mapping List
Input 48[bit]
Cutput 48[bit]

|Selection|Input/Outputl Name | Fag | |

-—- No option  ---

Output RxPDO1  Editable

Output RxPDOZ Editable

Output RxPDO3 Editable

Output RxPDO4  Editable

Input TxPDO1 Editable

Input TxPDO2 Editable

Input TxPDO3 Editable

Input TxPDO4 Editable

Supply : NJ-Px3001
L | CPU:MNJ301-1200
¥ 1 Units
L 0:CHW-MD363 (J01)
/O Map

—-‘
¥ @ Controller S

e
®
o
®
®

.
@

L[ Operation Settings
Laf Built-in EtherNet/IP Port Settings

0000

If the user wants to activate more than one PDO, the ESI file must be modified.
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Edit ESI-Library
Right click on ‘Master’, select ‘Display ESI Library’

Multiview Explorer : EQ0 | s =
on
new_Controller 0 -

Expand All
Collapse All

Import Slave Settings and Insert New Slave

| Dat s Clear All Settings

v
¥ @ POUs

¥ = Programs

LEP Display ESI Library

L®¥ R

LE R
¥ = Data

L Data

Export Configuration Information
Output to ENS File

Export All Couplers’ I/0 Allocations
Assign Drives to Axes

Copy, then rename original ESI file to ....ORIGINAL.:

%ﬁ| . v Computer » Daten (D) » OMROMN » Sysmac Studico » I0DeviceProfiles »

Datei Bearbeiten Ansicht Extras 7

.. e o8 I
Organisieren « M Offnen - Brennen Meuer Ordner

|- EziFiles A Mame

| SystemEsiFiles
|| Faulhaber_MC5004_012601_08.xml

|| Faulhaber_MC5004_012601_08.xml.ORIGINAL
| Faulhaber_ MC5010_010601_08.xml

| UserEsiFiles

. xsd

Edit original ESI file (the one without ....ORIGINAL).
Search for:

e <Name>RxPDO2</Name>

e <Name>RxPDO3</Name>

e <Name>RxPDO4</Name>
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For each entry, remove the block <ENTRY> ... </ENTRY> that contains <Index>#x6040</Index>.
Remove the block completely, including the <ENTRY>... </ENTRY>.:

<!—— BXPDC2Z2 iz -enabled by -rdefault, -others -rare-dizsabled - ——>
<ExPdo -Mandatoryv="false" -Fixed="false" -Sm="2">
<Index>#x1601</Index>
<Hame>BxPD0O2< Hams>

<Entry>
“Index>#x60Ta<s/ Index>
<S5ubIndex>0</SubIndex>
£BitLen>32</Bitlen>
<Hamertarget position</Hame>
<DataType>DINT</DatalTyvper

</Entry>

< /RxPdox>

Again, search for:
e <Name>TxPDO2</Name>
e <Name>TxPDO3</Name>
e <Name>TxPDO4</Name>

For each entry, remove the block <ENTRY> ... </ENTRY> that contains <Index>#x6041</Index>.
Remove the block completely.

Restart Sysmac Studio

Close and open Sysmac Studio again. It will ask you whether the current ESI files should be
changed. Click yes.
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Your PDO settings will look like this, you may select multiple PDOs:

Multiview Explorer -4 lodel : MC5004 (E001) X
| I ‘ PDO Mapping Status: Process Data Size Input: 80/2048 [bit] Output: 96/2048 [bi

new_Controller_0 =

v PDO Entry Mapping List
. Et.hr=r1' T Input BO[bit]
Qutput 96[bit]
|Selection|Input/Qutputl MName | Flag | I
+ No option —

Lo Supply : NJ-Px3001 Qutput RxPDO1 Editable

L | CPU:NJ301-1200
¥ 8 Units
L 0:CJ1IW-MD563 (J01)

Editable

Editable

No option

ort Settings
T«PDO1  Editable

Mo option  -—--
p Editable

o option  ---

X 3 i
3% Pt Ty S thinrs TxPDO Editable

 Frogerming

¥ i@l POUs

No option —
T«xPDO4  Editable

o
-
@
(o)
-
(o)
=
1® |
o
-
 J
(o)
o
-
o
-

Using Motion Control Axes

If you are using motion control axes, Omron wants to check the power state of the axes. It as-
sumes this information to be in bit five of the status word. However, this is not the case and the
axis will never turn on.

To disable this check, go to the ‘Axis Settings’ of the corresponding axis, highlight ‘Servo Drive
Settings’ and check the button ‘Do no detect’ for the entry “Main circuit power off detection”.
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¥ Modulo Position Seftings

Module maximum position setting value 21ATAE3647 NaltlEaS
Module minimum position setting value -214T483648 aNt==
¥ Detailed Settings

PDS state control method Switched on byiServo OFF
Main circuit power supply OFF detection ) Detect T

Mapping ‘Modes of Operation’

Including objects 6060 (mode of operation) or 6061 (display mode of operation) into the process
image does not work, since Sysmac has problems with the object’s data type: In the ESI, it is
specified as “USINT”, an 8 bit unsigned number.

Sysmac Studio, however, converts this into an “ARRAY OF BOOL”, which is wrong. When going
online and transferring this to the FAULHABER motion controller, this will result in an error mes-
sage.
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Data included in RxPDO2

Index | Size | Data Type I Name |Comment|

[0:602000 | 66 [UNT | Controword ||

(607800 32[bat] DINT Target position

Oub060:00 8B[bit] ARRAY[0.7] OF BOOL (BITE) Meodes of operation

Solution 1: Do not use 6060

If you only need to set up mode of operation once, it is not necessary to map it into the process
image, since it is already set by the Omron PLC during start-up. This is configured in the Ether-
CAT settings of the slave by clicking on “Edit Setting Parameters” and specifying the correct
startup mode:
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Mode Address|Network configuration

Device name EQD1

Model name MCS004

Product name MC5004 MotionController
Revision 000000008

Node Address
EnablefDisable Settings Enabled v
Serial Number (00000000

PDO Map Settings

Enable Distributed Clock Enabled {DC-Synchronous) v
Shift Time Setting
Reference Clock

|'Edit Setting Parameters

-
Edit Setting Parameters
9

[tem name
 0x6060:00 Modes of operation/Modes of operation a7 [osls Ll T e T v = (a]

Data type :

Comment :
The following list specifies all supported operating modes:
—4 7 252: Analog Torque Control (ATC)
—3 f 253: Analog Velocity Control (AVC)

—2 [ 254: Analog Position Control (APC)
—1 f 255: Voltage Mode (VM)
(: No Control

1: Profile Position Mode (PP)

3: Profile Velocity Mode (PV)

6: Homing

8: Cyclic Synchronous Position Made(CSP)

Solution 2: Use SDO service

Using the following code, you can change ‘mode of operation’ manually and do not have to
include it into the process image:
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Internals MName I Data Type I Initial Value
SdoObject =500 _ACCESS (Index:=0, Subindex:=0IsCompleteic.
EC_CoESDOWTrite_instance EC_CoESDOWTrite
WriteBuffer UDINT

1355— (* set modes of operation to 1 == profile position *)
136{c1  1000: (* sdo: write 6060 = 1 (PP) *)

137 control_word 1= 16#0000;

138? progstep :=1010;

139 1010

148 EC_CoESDOWrite_instance(Execute:=FALSE, WriteDat:=WriteBuffer);
141! progstep := 1020;

142{| 1020

143| SdoObjectIndex :=UINT#16#6060;

144 SdoObject.Subindex :=USINT#0;

145} WriteBuffer:=1; // PP

145 EC_CoESDOWrite_instance(

14?5 Execute :=TRUE

148 NodeAdr :=UINT#1,

149! SdoObj :=SdoObject,

158/ TimeOut :=UINT#20,

151} WriteDat:=WriteBuffer,

152 WriteSize :=1,

153! AbortCode => ExitCode):

154;— IF (EC_CoESDOWTite_instance.Done=TRUE) THEM
1555 progstep := 1200;

156§ ELSIF (EC_CoESDOWTrite_instance.Error=TRUE) THEN
1571 progstep = 5000; (* error! go to error re_c.nluﬂﬁon )
158, END_IF;

Trouble Shooter

Omron Sysmac Studio is very complex and thus has a program called troubleshooting, that helps
you in finding problems:

Connect to your PLC and open it with the icon or under

Tools/Troubleshooting.

Switch to ‘Controler Event Log’ and look for ‘Slave Application Error’.
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| Troubleshooting

Selectthe Display Target = ! Solrce | Source Details | Event Name | Event Code |
Observation PLC Function Error EtherCALCammunications Ermor (54011800
Controller MObservation PLC Function Errorgginput Value Out of Kange

. — s e - LS - ;

AMinor fault  EtherCAT Master Mode MNo. 1 Slave In zation Error
MObservation PLC Function Error ““EtherCAT Communicatiéns Error  0x54011800
Observation PLC Function Error  Input Value Cut of Range 0x54010400
AMincr fault  EtherCAT Master Node Mo. 1 Slave Application Error OxB4280000
#Minor fault  EtherCAT Master MNode Mo. 1 Slave Initialization Error OheB4230000
Observation PLC Function Error  EtherCAT Communications Error  0x54011800

| ) = 5 [FObservation PLC Function Error Input Value Out of Range 054010400
~ Displayed Information —

Ell System Event Log Details &n error occurred in the slave application.
Ei Access Event Log [Cause]
— An error was detected in the slave's application layer status register.
level ————— [Atiached information 1]
Ei Major fault Al status code for the slave where the error was detected.
Kl Partial fault
El Minaor fault

Eli Observation

Attached information 1 0x0030
Attached information 2
Attached information 3

B Information Attached information 4

The most important information is the AL status code. It shows exactly what is the problem with
the drive. There is an explanation for all error codes in the ‘Communications Manual EtherCAT’. In
the chapter ‘Error handling’ is a sub-chapter ‘EtherCAT AL status codes and troubleshooting’.
Here you will find a list of all AL status codes and what to do about them

In the above example the AL status codes reported 0x0030. That translates to ‘Faulty configura-
tion of DC mode’: The PLC switched DC on but did not initialise it correctly. That happened, be-
cause the DC module was plugged but the synchronization setting was set to ‘SM mode’. It should
have been ‘DC mode’
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Rechtliche Hinweise

Urheberrechte. Alle Rechte vorbehalten. Ohne vorherige ausdrickliche schriftliche Genehmigung der Dr.
Fritz Faulhaber & Co. KG darf insbesondere kein Teil dieser Application Note vervielfaltigt, reproduziert, in
einem Informationssystem gespeichert oder be- oder verarbeitet werden.

Gewerbliche Schutzrechte. Mit der Veroffentlichung der Application Note werden weder ausdriicklich noch
konkludent Rechte an gewerblichen Schutzrechten, die mittelbar oder unmittelbar den beschriebenen An-
wendungen und Funktionen der Application Note zugrunde liegen, Ubertragen noch Nutzungsrechte daran
eingeraumt.

Kein Vertragsbestandteil; Unverbindlichkeit der Application Note. Die Application Note ist nicht Ver-
tragsbestandteil von Vertragen, die die Dr. Fritz Faulhaber GmbH & Co. KG abschliel3t, soweit sich aus
solchen Vertragen nicht etwas anderes ergibt. Die Application Note beschreibt unverbindlich ein mdgliches
Anwendungsbeispiel. Die Dr. Fritz Faulhaber GmbH & Co. KG Ubernimmt insbesondere keine Garantie
daflr und steht insbesondere nicht dafiir ein, dass die in der Application Note illustrierten Abldufe und Funk-
tionen stets wie beschrieben aus- und durchgefiihrt werden kénnen und dass die in der Application Note
beschriebenen Ablaufe und Funktionen in anderen Zusammenhangen und Umgebungen ohne zusétzliche
Tests oder Modifikationen mit demselben Ergebnis umgesetzt werden kénnen.

Keine Haftung. Die Dr. Fritz Faulhaber GmbH & Co. KG weist darauf hin, dass aufgrund der Unverbind-
lichkeit der Application Note keine Haftung fiir Schaden Gbernommen wird, die auf die Application Note
zurlickgehen.

Anderungen der Application Note. Anderungen der Application Note sind vorbehalten. Die jeweils aktuel-
le Version dieser Application Note erhalten Sie von Dr. Fritz Faulhaber GmbH & Co. KG unter der Telefon-
nummer +49 7031 638 688 oder per Mail von mcsupport@faulhaber.de.

Legal notices

Copyrights. All rights reserved. No part of this Application Note may be copied, reproduced, saved in an
information system, altered or processed in any way without the express prior written consent of Dr. Fritz
Faulhaber & Co. KG.

Industrial property rights. In publishing the Application Note Dr. Fritz Faulhaber & Co. KG does not ex-
pressly or implicitly grant any rights in industrial property rights on which the applications and functions of
the Application Note described are directly or indirectly based nor does it transfer rights of use in such in-
dustrial property rights.

No part of contract; non-binding character of the Application Note. Unless otherwise stated the Appli-
cation Note is not a constituent part of contracts concluded by Dr. Fritz Faulhaber & Co. KG. The Applica-
tion Note is a non-binding description of a possible application. In particular Dr. Fritz Faulhaber & Co. KG
does not guarantee and makes no representation that the processes and functions illustrated in the Applica-
tion Note can always be executed and implemented as described and that they can be used in other con-
texts and environments with the same result without additional tests or modifications.

No liability. Owing to the non-binding character of the Application Note Dr. Fritz Faulhaber & Co. KG will
not accept any liability for losses arising in connection with it.

Amendments to the Application Note. Dr. Fritz Faulhaber & Co. KG reserves the right to amend Applica-
tion Notes. The current version of this Application Note may be obtained from Dr. Fritz Faulhaber & Co. KG
by calling +49 7031 638 688 or sending an e-mail to mcsupport@faulhaber.de.
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